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ALLOWABLE BOLT NO OF BOLTS
PIPE ¢ SIZE REQD
INCHES INCHES

4 3/4 2
6 3/4 2
8 3/4 2
10 3/4 4
12 3/4 6

DENVER WATER ’
1600 West 12th Avenue-Denver, Colorado

NOTES: | Phone(30)628~8000 No.(303)628- a851
1. THE BOLT SHALL BE MANUFACTURED OF JOINT RESTRAINT DETAIL
2. THE BOLT MAY BE HEAT TREATED. Scale: B N_ON_E_ L Date: _JU_NE_’gg‘i B
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